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SAFETY INFORMATION
NOTE: CAUTION:
Instalier, Provide these [nstructions to tha con- Hydrogen gas may result if you have not used this
sumer heater for \we weeks or more. Hydrogen gas s

gulramaly Nammable. To raduce the fisk af injury

Consumer Keap these instrustions Tor future re- under these conditions, open the hot water faucet

o ference 1ar saveral minites al the kitchan sink belora you
- use gny alectrical appliance connacted to the hot

WARNING: For Your Safety! waler systam. If hydrogen is present, vou probably

I You Smell Gas: will hear an unusual sound such as air escaping

1. Open windows. Through 1ne pipe as the water bagens to fiow.

2. Dont 1n_l.n:h electric switches. | Do not smake or have any apen flame near the

3. Extinguish any open flame. open faucet

4. Shut gas off at L.P. gas bottie. _

5. Immedialely call your L.P. gas supplier NOTE: ASHRAE standard 90A-1880 does nol
or a qualified L.P. gas appliance 4pply 1o gas or elecinc water heaters with a
service person. siorage capacily of less than 20 gallons

WARNING: For Your Safetyl | WARNIC

Do not store or use gasoline or other . Do not place a valve betweean the raligf valve

flammable vapors and liquids near this or andthetank, Do nol plug the reliel valve under

nnr u_mer npp"ﬂr“:'-. an yoginGy rm—;ra nee
i Il you use a discharge line, do not use &

WARNING: reducing coupling ar ather restnction

Shut off all gas appliances including pilat lights, Allow campleta drainage of bath valve.and

when rafueting or traveling. line
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Gas Water Heaters

e INSTALLATION

Models GBA3, GHE-3, G610-3, GCE10-3,
GHE-4E, GBA-AE, GCHE-AE

WARNING:

Amwood gas operated waler heaters are for
use with LP. gas only, and installation in
recraational vehicles (e.g. ravel traillers, motor
homes} only. All combustion air must be
supplied from the outside and all products of
combustion must be vented to the outside,
The waler hestar must be installed on the
outside of a recreational venicle with the
acness door ppening to the owtdoors.

1. Locale water heater on floor of coach before
you arect the side wall,

2. If you install the appliance over carpeting,
you musat install it on & metal of woeoed panel that
extends beyond the full widlh and depth of the
lﬂ_ﬂniﬂnne by at least three inches in any direc-
ion.

4 Ityou install the water healer where leakage of  F

the tank or connections will damage the ——-r_lem Part Mumbar ___ Deseripilan
adjacant area, install & suitable drain pan, ! Riating Plate
adequalely dralned, under the water haater. T i e i
4. Connect water lines (1/2 NPT) and gas lines 4 Mrﬁgﬂ““ Main Bumer
{3/8 inch flared). 5 91603 Pilot Assumbiy
: § RI566 i
a. Allow flexibility in water and gas ines so you 7 Crrdar by Golor m Doar
can pull the unit forward thraugh the wall o 8 91581 Drain Plug
inch past the skin. & 10 over by Mgl e, s B s
Agssmbly
b. Seal gas line entrance opening with matsrial > s
capable of withstanding 120° F. To use 13 21628 Gomer Brackst
grommel supplied, slip it over gas fine, remove FIGURE 1
backing paper and press it firmly to clean, GAS WATER HEATER
dry. metal surtace around opening where gas
fina enters control compartment,
C. Always use pipe lwbricant on the threads
when connrecting the hot and cold couplings.
5. Erect side walls and cut opening for heater (12-
1/2 x 16). Frame with 2 ¥ 2 5PF Jumber
{minimum},
OUTLET {Hol Water)
a. Provide adequate clearance at rear of unit for {12° WPT Female)
garvicing and proper oparation,
b Minimum clesrance from combustible con-
struction for all models:
LN INLET [Cald Water)
Sides: o e HH: Fm:m
Bacl: o
Top: o LP GAS COMNECTION
Bottom: o
FIGURE 2

WATER AND GAS LINE CONNECTIONS
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&. Alr supply for combustion must come from
outside air,

d. Followthe installation instructions carefully to
insure the proper air supply.

e. Use pipes compound thal 5 LLL. listed and
marked for use in a LP. gas system.

6. Caulk thoroughly around opening o prevent
water leaks.

7. Pullunit through opening one inch past outside
skin (Figure 3] Bend all flanges 80° along
scored lines (Figure 4). Caulk al bend slots.

CAULKING CAUTION:

& : Do not pull on the main burner tube.
'WATER HEATER INSTALLATION

8. Push unit against caulking and secure to coach
FIGURE 4 with Mo, 8 x 3/4 inch Rd. Hd. screws (not
CORNER BAACKET INSTALLATION =3 fumished). Use four corner breckets as shown,

8. Aftach access door as shown. (Figure 5)
a. First, snap hinge pan Into clip.
b. Then, slide cover onlo hings pin.

c. Then, snap other hinge pin into clip and cover
at same time.

NOTE: A
r To remove hinge pin, support access cover and

apply force to comer of hinge pin as shawn,

10. Turn en gas and check Lhe appliance and all of

its connections for gas leaks with scap and
water,

WARNING:

o not usa matches, candles or other sources
of ignition for this purpose.

11. Fill water heater tank and check connections for
water leaks,

NOTE:

When draining heater, open drain valve and a hot
water faucet in the water system,

12, For directignition units continue with Instaliation
Instructions on page 5.

13, For heat axchange units continue with Ingtall-
lation Instructions on paga 4.

14, For combination gas-electric units confinue
with Installation Inslructions on page 9.

15, Your Atwood water healer is now ready for
S aperation. Refer o Operalion Instructions on
ACCESS DODR HINGE INSTALLATION page 8.

— 3

HINGE FIM

STERP 2
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